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SF 30 CONTINUATION SHEET 
 
 
Central and Southern Florida Ecosystem Critical Restoration Project, Western 
C-11 Basin, Phase 2 Spillway 381.  
 
    
DESCRIPTIVE CHANGES TO SPECIFICATIONS: The following are descriptive changes 
to the specifications.  Specifications should be adequately marked to indicate 
that they have been changed. 
 
1. Asterisks appear before and after the line or lines where revisions have 
been made to the text on the enclosed revised pages and pertain only to the 
changes made by this amendment except where the reverse side of a page has 
been previously amended; however, these can be identified by the amendment 
number opposite the page number at the bottom of each page. 
 
2. Some specification revisions include additions with underlined text or 
deletions with line/cross-outs. 
 
3. The text changes may have necessitated reformatting of subsequent text or 
pages. If this is the case, those pages have also been issued as amended 
pages but are not marked with asterisks, underlining or line/cross-outs. 
  
SECTION 16415: 

a. On page 19, paragraph 2.12.4, delete the entire paragraph and replace 
it with the following paragraph: 
“Metal poles shall be the pole manufacturer's standard design for 
supporting the number of fixtures indicated.  Poles shall be designed 
for a basic wind speed of 130 mph in accordance with the latest 
version of ASCE 7 at the base of the pole. Use AASHTO LTS-3 for the 
height and drag factors.  The effective projected area of luminaries 
and other pole-mounted devices shall be taken into account in pole 
design.  Poles shall have grounding provisions.  The type of pole 
shaft material provided shall not be mixed on any project.  Grounding 
connection shall be provided near the bottom of each metal pole.  
Scratched, stained, chipped, or dented poles shall not be installed.” 

b. On page 20, paragraph 2.12.4.1a, line 1, insert “or round” after 
“square”. 

 
DESCRIPTIVE CHANGES TO THE DRAWINGS: The following are changes to the 
drawings.   
 
Drawing 10/3: Remove the old drawing 10/3 and replace it with the new drawing 
10/3.  
 
Drawing 10/7: Remove the old drawing 10/7 and replace it with the new drawing 
10/7. 
 

 
 
 

-End of Changes- 
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